PART 1 - GENERAL

1.01 Refer to Division 9 Gypsum Sheathing Systems for light weight metal framing

1.02 Deflection Criteria for Cold Metal Framed Ceilings will be L/360 minimum.

PART 2 - PRODUCTS

2.01 Minimum 20 gauge (0.033-inch minimum), 1-5/8 inch flange width metal studs for exterior non-bearing walls

2.02 Minimum 18-gauge (0.043-inch minimum) metal framing for load bearing walls

2.03 Minimum 16-gauge (0.054-inch minimum) metal framing for floor and ceiling joist

2.04 Galvanized finish.

2.05 Design capacities of fasteners per ICBO reports.

PART 3 – EXECUTION (NOT USED)

END OF SECTION