PART I - GENERAL

1.01 Surface preparation, painting, and finishing of exposed interior and exterior items and surfaces.
   
   A. Semi-gloss enamel for high-traffic areas, kitchens, restrooms, childcare facilities, and other locations requiring a higher level of cleaning, egg-shell elsewhere.
   
   B. Use latex enamel where possible.
   
   C. Do not paint galvanized finishes.
   
   D. Epoxy painting for spaces needing a higher level of cleaning such as vivarium or autoclave rooms.

1.02 Supplied products must comply with local regulations controlling use of volatile organic compounds (VOCs).

1.03 Select colors from a neutral pallet with accent colors approved by UAF FS.

PART 2 - PRODUCTS

2.01 Pittsburgh Paints is the basis for design and color selection charts. Several other manufacturers are acceptable.

PART 3 - EXECUTION

3.01 Field quality control: Specify and note on drawings UAF's right to invoke test procedures at any time and as often as deemed necessary during painting work including services of independent testing agency.

END OF SECTION