PART 1 - GENERAL

1.01 Facilities Services (FS) Division of Design and Construction is responsible for coordinating with the FS Divisions of Maintenance and Utilities.

   A. Utilities is responsible for the primary electrical systems on campus through and including the building service transformers.

   B. Maintenance is responsible for the secondary electrical systems on campus.

1.02 All work on the UAF high voltage system to comply with the "UAF HIGH VOLTAGE OUTAGE PROCEDURE" located in Division 1 of the technical specifications.

1.03 Do not use multi-pole breakers to supply individual branch circuits in laboratories, telecommunications rooms, server rooms, or other areas where circuit trips may interrupt operation of critical equipment.

PART 2 - PRODUCTS

1.04 Power transformers: Provide Copper windings with all transformers unless otherwise changed by the FS/Division of Utilities.

PART 3 - (NOT USED)

END OF SECTION